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Maximum Release Rate: 6.79 cfs

Post Developed Conditions

Area Draining Into Pond 2.65
Tc 10

I 100 9.27
A 2.65
C 0.9

Q 100 22.11

Total Q 22.11

Intensity Q 100 Offsite Total
10 minutes 9.27 22.11 0 22.11
20 minutes 7.05 16.81 0 16.81
30 minutes 5.77 13.76 0 13.76
40 minutes 4.99 11.90 0 11.90
50 minutes 4.5 10.73 0 10.73
60 minutes 3.86 9.21 0 9.21
70 minutes 3.65 8.71 0 8.71
80 minutes 3.25 7.75 0 7.75
90 minutes 3 7.16 0 7.16

10 minute Storm
INFLOW 13265.37 CF
OUTFLOW 4074.00 CF
STORAGE 9191.37 CF

20 minute Storm
INFLOW 20177.10 CF
OUTFLOW 6111.00 CF
STORAGE 14066.10 CF

30 minute Storm
INFLOW 24770.61 CF
OUTFLOW 8148.00 CF
STORAGE 16622.61 CF

40 minute Storm
INFLOW 28562.76 CF
OUTFLOW 10185.00 CF
STORAGE 18377.76 CF

50 minute Storm
INFLOW 32197.50 CF
OUTFLOW 12222.00 CF
STORAGE 19975.50 CF

60 minute Storm
INFLOW 33141.96 CF
OUTFLOW 14259.00 CF
STORAGE 18882.96 CF

70 minute Storm
INFLOW 36562.05 CF
OUTFLOW 16296.00 CF
STORAGE 20266.05 CF Volume Needed

80 minute Storm
INFLOW 37206.00 CF
OUTFLOW 18333.00 CF
STORAGE 18873.00 CF

MODIFIED RATIONAL METHOD
100 YEAR STORM EVENT

CONVENIENCE STORE - MARSH AND ARAPAHO - ADDISON TX
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